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NC350C SERIES CPE
PORT CABLES 1-4
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DIG. IN
DIG. OUT
+12 VDC
+24 VDC

DIG.COM.

SYS GND.

SHIELD DRAIN WIRES

AUDIO PAIR
DRAIN WIRES

DATA TRIPLET
DRAIN WIRES

G R O U N D  I N  A C C O R D A N C E
WITH NEC ARTICLE 250 & 517
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DO NOT CONNECT TOGETHER

IR300B SERIES STATION
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NOTES:

1.  Shields must be isolated from
each other and continuous to splice point
to the last station on the port.

2.  Shields must be isolated from
each other and from any ground.
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